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and repace with new where needed. Check well water pump both deep well and 
monoblock, replace if not working.  

 
(a) Provide routine service such as: 

 

• Retightening, caulking, lubricating, and performing first echelon maintenance. 
Repair/replace any item.  All water heaters, water distiller, cooking range, washing 
machine, dryer, water storage tank, and water pumps shall be serviced & ensured for 
proper function. 

 
The Contractor shall furnish all skilled labor, tools, equipment and routine cleaning supplies 

needed for the repairs and servicing. Embassy shall provide all replacement parts, water heaters, pumps, 
manhole covers, stoves, washing machines, toilet seats, sinks, pressure pump, monoblock pump.  
 
C.2.6 ELECTRICAL SERVICES 
 

The Contractor shall perform the following electrical services and use the checklist in Exhibit 4.   
 

(a) Evaluate the operating condition and safety of all systems and equipment, including: 
 

• Electrical outlets, switches, wiring, installed appliances, doorbells, intercoms, ceiling 
fans, light fixtures, water heaters, circuit breakers, electric stove, GFCIs (grount fault 
cercuits intreptors), fuse boxes, damaged wiring, grounding of whole house (should 
be less than 25ohm), and feed line connections, main cable, main distribution panel, 
load balancing, circuit indentification/labeling.   
 

(b) Make basic repairs, including: 
 

• Resetting circuit breakers or replacing fuses, fixing loose connections, replacing 
switches, replacing sockets, breakers, GFCIs, and ground wires etc. Close holes of all 
panels with manufacturer approved material, provide and install spacers on breaker 
panel openings. Proivde and install cable glinds on main DB and disconnect switch. 
Repairs shades over dsiconnect switch, ATS and  and panels. Provide small 6”x6” 
sheet cover other exterior switches.  

 

The Contractor shall furnish all skilled labor, tools, equipment and routine cleaning supplies 
needed for the repairs and servicing. Embassy shall provide all replacement parts or new item. 
 

C.2.7 HVAC SERVICES 
 

The Contractor shall perform the following HVAC services using the checklist in Exhibit 4.   
 

(a) Inspect all HVAC work including: 
 

• Pipes, ducts, valves, filters, dampers, fittings, loose joints, restrictions, leaks, and 
other faulty conditions.  

 
(b) Provide routine servicing such as: 
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• Tightening, caulking, lubricating, replacing and/or washing filters, and performing 
first echelon maintenance and servicing. Replace faulty protectors. Install new 
protector relay (delay timer) if not installed already. Clean condensor coils and fix 
bent fins as needed.  
 

The Contractor shall furnish all skilled labor, tools, equipment and routine cleaning supplies 
needed for the repairs and servicing. Embassy shall provide all replacement parts, 
 

Note the following specific requirements  
 

(a) Inspect pumps for abnormal temperature, vibration, noise, and other trouble symptoms, 
and adjusting as necessary. 
 

(b) Inspect valves for restriction, leaks and other trouble symptoms, and adjusting as 
necessary. 
 

(c) Inspect split pack unit indorr and outdoor unit, ensure both units are in working conditon.  
 

• Check refregrent and charge as necessary.  
 

(d) Replace refregrent piping if required including inslation. Separate electric cable from the 
refregerant piping and drain. Install electric cable in conduit.  

 
(e) Make insulation tests, adjust relays, reset circuit breakers, and clean contact surfaces. 

 
The Contractor shall furnish all skilled labor, tools, equipment and routine cleaning supplies 

needed for the repairs and servicing. Embassy shall provide all replacement parts, refregrant piping, 
insulation pipes, tape, duct, electric cable and conduit for this services. 
 
 
C.2.8 CARPENTRY SERVICES 
 

The Contractor shall perform the following carpentry services using the checklist in Exhibit 4.   
 

(a) The Contractor shall inspect all: 
 

• Wood cabinets, closets, doors, moldings, panels, fixtures, furniture pieces, stairways, 
including railings, balustrades, treads, risers and nosings, along with all doors in the 
residence.  Also, inspect all toilet paper holders, soap trays, towel racks, shower 
curtain rods, toilet seats, medicine cabinets, venetian blind brackets, clothing rails, 
curtain rods, and any other like items.   

 
(b) All necessary repairs shall be made to all items listed above, including: 

 

• Repairing, adjusting and/or replacing hinges, latches, closet rods, shelves, moldings 
and wood panels, cracks and chips, bathroom fixtures, curtain rods and venetian 
blinds, and caulking and staining repaired areas to match the color of the original 
wood.   
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The Contractor shall furnish all skilled labor, tools, equipment, materials and routine cleaning 
supplies needed for the repairs and servicing.  
 
C.2.9 ROOFING SERVICES 
 

The Contractor shall perform the following roofing services using the checklist in Exhibit 4.   
 

(a) The Contractor shall inspect: 
 

(1) The roof and eaves for leaks or other evidence of damage.   
 

(2) Inspect all rain gutters and water drains for blockages and leaks, and inspect all 
water catchers for proper positioning.   

 
(b) The Contractor shall make repairs to: 

 
(1) The roof membrane, including patching leaks, repairing shingles and caulking 

cracks in concrete. 
 

(2) Rain gutters and drains 
 

C.2.10 GARDENING SERVICES 
 

The Contractor shall perform the following gardening services using the checklist in Section J, 
Exhibit 4.   
 
The Contractor shall: 
 

(a) Clean trash and debris from all lawn, yard, and garden areas.   
 

(b) Mow lawns, trim hedges, prune trees, and remove weeds to present a neat and orderly 
appearance to the areas.   
 

(c) Inspect sprinkling and other water delivery systems to ensure proper operation, and make 
repairs as necessary.   
 

(d) Water all plants and lawns when finished. 
 
C.2.11 MASONRY SERVICES 
 

The Contractor shall perform the following masonry services using the checklist in Section J, 
Exhibit 4.   
 
The Contractor shall: 
 

(a) Inspect all stone and concrete work, including exterior and interior walks, floors, 
partitions, walls, and stone facing, for breaks, cracks, crumbling and other deterioration. 
 

(b) Make necessary repairs. Tiles, bricks or pavers shall be provided by the Embassy. 
 
C.2.12 GENERAL MECHANICAL SERVICES 
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The Contractor shall perform the following general mechanical services using the checklist in , 

Exhibit 4.   
 
The contractor shall: 
 

(a) Inspect and repair all garage doors, fences, gates, windows, sliding doors, doorstops, and 
interior fixtures, including door knockers, and pull cords.   
 

(b) Inspect and clean all vents, including kitchen, bathroom, and dryer vents. 
 
C.2.13 SAFETY EQUIPMENT SERVICES 
 

The Contractor shall perform the following safety Equipment services using the checklist in 
Exhibit 4.   
 

The Contractor shall inspect all fire extinguishers and fire extinguishing systems, smoke, heat, 
and carbon monoxide detectors in all areas for proper operation and report the results to the COR. 
Replace detectors, and change battries. Detectors and battries shall be provided by the Embassy.  
 


